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e isto
Number
Nummer

Vyirobce - Manufacturer - Fabrikant

Vfrobek - Product- Produkt

Typove oznadeni / Obchodni oznadeni
Type designation / Trade mark - Model

Metoda zkou5ek - Test Procedure - Test
procedure

Zp0sob topeni- Heating procedure
- Fyringsprincip

Palivo- Fuel -Brandsel

Vfsf edky - Resulfs - Resultater
Jmenovitli vyikon - Nominal output - Nominel
ydelse
CO (10%oz)
OGC (10%Oz)
Prach - Dust - Stav (10%Oz)
Udinnost - Efficiency - Virkningsgrad

SniZen! - Lower output - Laveste ydelse
CO (10%Oz)
oGC (10%Oz)
Prach - Dust - Stsv (10%Oz)
Udinnost - Efficiency - Virkningsgrad

Podklad pro vyd6ni osv6ddeni - Easls
of ceriificate - Grundlag for pravningsattest

o-39-00649-08

EKO-VIMAR ORALNSKI
ul. Nyska 17b, 48-385 Otmuch6w
Po lsko -Po land -Po len

Kotel teplovodni - Hot Water Boiler - Centralvarmekedel

ORLAN 18 SUPER

EN 303-5, tiida 3 - c/ass 3 - k/asse 3

manuSlnl - manually - manuelt

d ievo-wood-brande

18 kW

626 mg/m"]
120 mg/mn"
29 mg/mn'
90,5 %

KW
mo/m"3
rilr"'
mg/mn"
%

Max 5000
Max 150
Max 150
Min 74,8

Max 5000
Max 150
Max 150
Min 74,8

mg/m"l
mg/mn-
mg/mn-
%

mq/m.3
rilr"'
r!lr"'
o

Protokol c. - Iesf Report No. - Prsvningsrapporl nr.
32-7033n12 ze dne I of 2008-05-26

Strojirenskf zkuSebnl fstav, s. p. timto osvddCenim o zkou5ce potvauje, Ze u piedmdtn6ho vlrobku provedl zkou5ky s vf5e
uvedenymi vysledky. Strojirensk! zku5ebni 0stav, s. p. je akreditovan6 zkuSebni laboratoi e. 1045.1.
Strojirensky zku\ebni dsfav, s. p. approves with this test ceftificate that testing of the product in question was performed with
theresultsasstatedabove.Stroj irenskyzku1ebni d'stay,s. p. isaccredittedtestinglaboratoryNo.l045.l .
Strojirenski zkuSebni dstay, s. p. attesterer med dette provningsattest, at testen af produktet er i overensstemmelse med de
ovennavnte verdier. Strojirensky zkuiebni (tstav, s. p. er akkrediteret testlaboratorium 1 045.1 .

ZKU

Director for Testing
Direktsr for testHeat and Ecological Equipment Testing

Laboratory Manager
Le de r af p rov n i ng sl abo rato ri u m

for varme- og miljoanlag
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